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SEE SHEET 3 FOR FOUNDATION
DETAILS OR POST & BEAM FRAMING.
CONSULT LOCAL HEALTH AND
BUILDING CODE AUTHORITIES BEFORE
STARTING CONSTRUCTION.

PLAN LAYOUT

SCALE: ¥%e"=1-0"
20 I' 23 4' 5'¢' 7

CAPACITY: BROILERS 10,000 & BREEDERS 1,100
BASED ON: PENN. STATE UNIV. PLAN NO. 727-365
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¢ 3-0% 710" WIRE DOOR 4x4 POST -10-0" O.C.
AT EACH CORNER .
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2 EQUIPMENT LOCATION IS THE SAME ON
BOTH SIDES OF HOUSE £, BOTH FRAMING -+
) OPTIONS. LINE OF 75W LIGHTS, 200
< 0.C. EACH SERVICE AISLE.
VENTILATION SEQUENCE
STEP I. FAN TUBES RUN CONTINUOUSLY NOTE: &Y o
STEP 2. LOUVERS BEHIND 2 FAN TUBE UNITS OPEN, EACH END. TWO PROVIDE_ THERMOSTATIC CONTROL FOR LOUVERS @ g
EXHAUST LOUVERS OPEN. 22,000 CFM. MINIMUM VENTILATION 8 EXH. FANS. PROVIDE MANUAL CONTROL FOR E: 5
STEP 3. LAST TWO LOUVERS TO FAN TUBE UNIT OPEN, EACH END. LAST _L L MANURE DRYING FANS. PUT ALTERNATE MANURE, o T o=
% TWO EXHAUST LOUVERS OPEN 44,000 CFM. < DRYING FANS ON SEPARATE CIRCUITS. PUT 4- 44 g | o=
] STEP 4. TWO LOW INLET LOUVERS OPEN. TWO EXHAUST FANS START MOTORIZED LOUVERS IN EACH END WALL BELOW s by
© 55,000 CFM, FLOOR LEVEL. ONE END INLET, ONE END EXHAUST. | & M-
STEP 5. LAST TWO INLET LOUVERS OPEN. LAST TWO EXHAUST FANS PUT 4—ACME DC 30F FANS WITH WP 3333 MT 8 <5
SERVICE AISLE START. 66,000 CFM MAXIMUM VENTILATION. LOUVER IN EXHAUST END. e
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COOPERATIVE EXTENSION WORK IN
NOTE. POLE FRAME-CANTILEVER AISLE AGRICULTURE AND HOME ECONOMICS

AND
BROILER BREEDER HOUSE
DOUBLE A

PA.
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